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(TYPICAL OF FIVE, GFM) PROVIDES THE VOLTAGE CLOSEST TO 120/240V AT THE MALS
RE_COPPER QEJREBRL:&%E?SN%LTEVQEN LAMPS ARE BURNING AT THE
R WIRES /0 AWG BA X
B oRy e ke MRS er SET SCREW (TYPICAL OF 31 STATION-TO-STATION GROUNDING
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bIAST B(%‘U%E) »_/| H._ EIVE 1/C 3KV FLASHER WIRES 12 AWG BLK —<P <P 20 AWG BLK FEDERAL AVIATION ADMINISTRATION
/ 160" LENGTH_EA. GFM) AND 12 S
CABLE CLAMP | ! | e S ok tadlhe” SEE NOTE 5. GREAT LAKES REGION e CHICAGO, ILLINOI
] St ~ hoegs | SRR o Toes
| | BARE AND GROUND WIRE FROM EQUIPMENT WIRING DIAGRAM
FLASHER UNIT AND TERMINATE SPADE LUG SEE NOTE 3
| | Jr S A e eI 5 ' RUNWAY 33
ST EEMALE DISCONNECTS (FACTORY- fLasher o5 |— BAIL FLASHER UNIT
DETAIL _ CONNECTORS IN JUNCTION BOX. AURORA s AURORA MUNCIPAL ARPORT____ L
ot 10 scaie TERMINATE CONDUCTORS AT REVEWED BY
1.C.C. PER THIS SHEET.
RAIL FLASHER LAMP AND L-5000 JUNCTION BOX ASSEMBLY PROJ_ENGR, TWOTHY DVER PLATF ORM_WOR, CLELAND MICHEEL
NOTE: CONTRACTOR SHALL FURNISH AND INSTALL JAQUITH P/N L-500 JUNCTION BOX ASSEMBLY. DESIGNED 1] ccAGo NAS OATE o2s21/2008 |
CONSISITING OF BOX, COVER, GASKET, SCREWS, T-ICROSSBAR ASSEMBLY, AND MOUNTING PLATE. DRAWN TAD IMPLE MENT ATION ORAI NO REV
Rev|  DATE DESCRIPTION $N REDLNE  Levg [crESkes £os ENTER ARR-D-MALSR33-E03

- 1 - [ - 1 - A N 1 = 1 - i T sneer



